


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
Syrien Netarts Water District ID#: 41 00556  Month/Year  Sep-21  Giardio log | 05
IO CTo S
Date Time Re(jis(:?‘co)f;ﬂ ConTo(;T me [ sctual 1 Temp pH Required CT | 1 pmete ® Dzer::::doﬁlrg/v
[ppm or mg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]

1 8:30 0.96 140 134.4 13:3 7.47 18.1 Yes 202
2 8:30 0.9 140 126.0 13.0 7.41 17.9 Yes 280
3 8:30 1.06 140 148.4 13.3 7.43 18.0 Yes 218
4 8:30 1.1 140 154.0 13.0 7.61 19.7 Yes 239
5 8:30 1.05 140 147.0 12.9 7.61 19.7 Yes 258
6 8:30 0.97 140 135.8 13.1 7.58 19.1 Yes 278
7 8:30 0.99 140 138.6 13.1 7.53 18.8 Yes 206
8 8:30 1.07 140 149.8 13.2 7.58 19.2 Yes 202
9 8:30 1.08 140 151.2 13.1 7.53 19.0 Yes 260
10 8:30 0.99 140 138.6 13.4 7.49 18.1 Yes 177
1 8:30 0.91 140 127.4 13.3 7.62 19.0 Yes 228
12 8:30 0.82 140 114.8 13.2 7.58 18.6 Yes 234
13 8:30 0.77 140 107.8 13.1 7.56 18.5 Yes 198
14 8:30 0.79 140 110.6 13.1 7.59 18.8 Yes 279
15 8:30 0.91 140 127.4 13.1 7.64 19.4 Yes 176
16 8:30 0.95 140 133.0 13.1 7.59 19.1 Yes 164
17 8:30 0.81 140 113.4 13.0 7.44 17.9 Yes 158
18 8:30 0.91 140 127.4 13.1 7.48 18.3 Yes 172
19 8:30 0.96 140 134.4 13.0 7.42 18.1 Yes 190
20 8:30 1.12 140 156.8 13.0 7.41 18.4 Yes 163
21 8:30 0.96 140 134.4 12.9 7.42 18.2 Yes 149
22 8:30 0.93 140 130.2 13.0 7.41 18.0 Yes 152
23 8:30 0.95 140 133.0 12.9 7.44 18.3 Yes 152
24 8:30 0.89 140 124.6 13.0 7.43 18.0 Yes 164
25 8:30 0.98 140 137.2 12.9 7.65 19.9 Yes 189
26 8:30 0.99 140 138.6 12.9 7.52 19.0 Yes 195
27 8:30 0.98 140 137.2 12.9 7.58 19.4 Yes 200
28 8:30 0.9 140 126.0 12.9 7.64 19.6 Yes 160
29 8:30 0.84 140 117.6 13.0 7.56 18.8 Yes 147
30 8:30 0.85 140 119.0 12.9 7.42 18.0 Yes 169
31 8:30 140 0.0 4.2

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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